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INSTRUCTIONS FOR CULLIGAN DEIONISER INSTALLATION

Unwrap the sealed deioniser cartridge and insert into the blue housing then screw the
housing into the black head section using the supplied plastic spanner.

Please fit connections as shown below using supplied black tubing to connect inlet and
outlet water supply. An isolating valve should be fitting on the IN water side to allow for
maintenance and to throttle water flow if required to maximise water quality. Please
GENTLY screw the Hylite unit into the port shown until it is snug.
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4. Slowly fill the unit with water. Depress the red button on top of the cartridge housing to
discharge any air. The unit will require flushing into a bucket until the water is
satisfactory and the green light is shown on the Hylite. Adjust the isolating valve to
only achieve the minimum required water flow to attain best water quality.

For any questions please contact us on 1300 330 232 or sales@haines.com.au

Assembled unit shown below. Plug in the Hylite using the supplied power adapter. Mount
the unit to a wall if needed using the supplied bracket.




